
   

Water chemistry must be within the following TABLE 2 parameters: 

**IMMEDIATE SELF-CLOUSRE of POOL/SPA IS REQUIRED FOR FREE CHLORINE, BROMINE, pH, TEMPERATURE, 
ORP READINGS, and WATER CLARITY OUTSIDE of ACCEPTABLE PARAMETERS. 

  Pools or Spas that have: 

No automated controller is used to maintain parameters of FAC or bromine, and pH.  Water 
chemistry must be manually tested using an FAS-DPD Test Kit prior to opening to the public and 
every two hours while open to the public. 

 An automated controller is used to maintain parameters of FAC or bromine, and pH. Water 
Chemistry must be manually tested using a FAS-DPD Test Kit prior to opening to the public and 
every four hours while open to the public. 

Note:  The test taken before opening must be a manual test. A pool or spa that utilizes 
an automatic controller may use the electronic readings from that system for the 
remaining daily tests. 

Rules Referenced:  CIRCULAR FCS 3-2018:  7.7 WATER CHEMISTRY PARAMETERS AND 7.2 FREQUENCY OF WATER TESTING 

Parameters** Pool Spa Testing Frequency  

Free Chlorine (FAC) 
Stabilized:  2 – 10 ppm 

Unstabilized: 1 – 10 ppm 
3 – 10 ppm   

Combined Chlorine ≤ 0.4 ppm ≤ 0.4 ppm 
Tested daily prior to 

opening to the public 

Total Bromine 3 – 8 ppm 4 – 8 ppm   

pH 7.2 – 7.8 7.2 – 7.8   

Total Alkalinity 60 – 180 ppm 60 – 180 ppm Tested weekly 

Calcium Hardness 
≤ 1000 ppm 

 Ideal: 200 – 400 ppm 
≤ 1000 ppm 

 Ideal: 200 – 400 ppm 
Tested monthly 

Temperature ≤ 104 ˚F (40 ˚C) ≤ 104 ˚F (40 ˚C)   

ORP ≥ 650 mV ≥ 650 mV   

Water Clarity 
Clarity must be 

“moderate” or better 

Clarity must be 

“moderate” or better 

Observed each time a 

water sample is taken 

for routine daily 

testing 

Cyanuric Acid 
≤ 50 ppm (used 

outdoor pool only) 
Ideal ≤ 15 ppm 

May not be used in an 

indoor pool or spa, or 

an outdoor hot water 

spa 

Tested monthly 

Saturation Index -0.3 to +0.3 -0.3 to +0.3 Calculated monthly 

Copper/Silver ≤1.3 ppm/0.10 ppm ≤1.3 ppm/0.10 ppm Tested monthly 

Residual Ozone < 0.1 ppm < 0.1 ppm 

Observed each time a 

water sample is taken 

for routine daily 

testing 
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